1 *—5"Approx

Mortar on

-

¢ of inlet and
ground rim.

L S

Face of Curb

Standard Cast Iron Curb Inlet Top—AA—S126

Plaster with 0.5 Mortar

Place Std. 4° curb drain
stubs at cbout 30" below
top of curb or as directed.

3'~3"min.

=\ (May be varied as directed)

4-10°

Class "C" Concrete
SECTION B-—B

(NOT TO SCALE)

SECTIONAL PLAN A—A

|

1.Pipes draining into the inlet
shall be placed at 2 inches
above the elevation of the

outlet pipe.

2.Maximum size of pipe to
be used with inlet will be 24",
3.0utlet pipe may be placed
to the front or back of the

inlet.

4.If pipe is to be placed

under pavement and the cover
from top of pipe to the bottom
of pavement is 30" or less,
Class "A" Concrete encasement
will be required.

S.nlets shall be built of brick,
precast solid concrete blocks,
or cast in place concrete.
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